
2U Guide Rail Installation Guide 
Packing List: 

Item QTY Item QTY 

2U Guide Rail 1 M4x10 Screw for Connecting Cabinet and Base 10 

Printed Installation Guide 1   

 

1. The guide rails are applicable to equipment cabinet of which the front and back column distance ranges 

from 600 mm to 960 mm. 

 
2. Use 10 M4 × 10 screws to fix the two guide rails with the four columns, 2 of which are used in the front 

of each rail and 3 in the back of each rail. 

 

3. Place the device on the center of guide rails and push it to the bottom. Fasten the captive screws under 

each device bracket. 

 


